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ELECTRICAL NOTES:
1. A COMPLETE WALK THROUGH OF THE ELECTRICAL PLANS ON SITE TO BE CONDUCTED WITH THE OWNER, ARCHITECT,

CONTRACTOR, AND ELECTRICIAN FOR FINAL LOCATIONS PRIOR TO ANY ELECTRICAL WORK BEGINNING.  ANY
CHANGES WILL BE MADE TO THE PLANS AND REISSUED.

2. THE CABLE AND SATELLITE WIRES ARE TO REROUTED FROM THE EXTERIOR BOX TO ONE CENTRAL LOCATION
(LOCATION CHOSEN BY OWNER).  FROM THIS LOCATION, THESE WIRES ARE TO HAVE DEDICATED RUNS TO
LOCATIONS SHOWN ON THE ELECTRICAL PLANS.

3. PROVIDE PROPER ELECTRIC SERVICES FOR ALL UTILITIES AND APPLIANCES.  COORDINATE ALL LOCATION HEIGHTS
AND AMPERAGES AS PER MANUFACTURERS SPECIFICATIONS.  REVIEW AND VERIFY ALL ASPECTS WITH OWNER AND
ARCHITECT BEFORE STARTING ELECTRICAL WORK.

4. VERIFY ALL SWITCHED RECEPTACLES TO HAVE UPPER OUTLET ALWAYS HOT WHERE 1/2 HOT OUTLETS ARE CALLED FOR
ON THE PLANS.

5. DECORATIVE LIGHTING FIXTURES TO BE FURNISHED BY THE OWNER AND INSTALLED BY THE CONTRACTOR.
6. ALL LIGHTS TO BE DIMABLE.
7. PANEL TO INCLUDE SPACE FOR A WHOLE-STRUCTURE SURGE PROTECTOR.
8. CONTRACTOR TO COORDINATE AND PROVIDE ALL UTILITIES ENTERING BUILDING, PROPER SIZE SLEEVES/COUPLINGS

IN THEIR PROPER PLAN LOCATION & HEIGHT.
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